
Iron in Well Water 
What do these have in common – a 
taconite mine in northern Minnesota, the 
color of your blood, a rusty pail, and 
yellow or red stains on sinks and plumbing 
fixtures? The answer is – Iron. Iron is the 
fourth most abundant mineral in the 
earth’s crust. Soils and rocks in Minnesota 
may contain minerals very high in iron, so 
high in fact, that taconite can be mined for 
its iron content. Iron gives the hemoglobin 
of blood its red color and allows the blood 
to carry oxygen. The iron in a metal pail 
turns to rust when exposed to water and 
oxygen. In a similar way, iron minerals in 
water turn to rust and stain plumbing 
fixtures and laundry. 

As rain falls or snow melts on the land 
surface, and water seeps through iron-
bearing soil and rock, iron can be 
dissolved into the water. In some cases, 
iron can also result from corrosion of iron 
or steel well casing or water pipes. 

Health Concerns 
Iron in well water usually does not present 
a health problem. In fact, iron is needed to 
transport oxygen in the blood. The human 
body requires approximately 1 to 3 
additional milligrams of iron per day 
(mg/day). The average intake of iron is 
approximately 16 mg/day, virtually all 
from food such as green leafy vegetables, 
red meat, and iron-fortified cereals. The 
amount of iron in water is usually low, and 
the chemical form of the iron found in 
water is not readily absorbed by the body. 

Iron bacteria, that may be associated with 
iron in water, are not a health problem. 

Iron may present some concern if certain 
bacteria have entered a well, since some 
pathogenic (harmful) organisms require 
iron to grow, and the presence of iron 
particles makes elimination of the bacteria 
more difficult. 

Iron Problems 
Iron in water can cause yellow, red, or 
brown stains on laundry, dishes, and 
plumbing fixtures such as sinks. In 
addition, iron can clog wells, pumps, 
sprinklers, and other devices such as 
dishwashers, which can lead to costly 
repairs. Iron gives a 
metallic taste to water, 
and can affect foods 
and beverages – 
turning tea, coffee, and 
potatoes black. 

Forms of Iron 
Iron can occur in water in a number of 
different forms. The type of iron present is 
important when considering water 
treatment. Water that comes out of the 
faucet clear, but turns red or brown after 
standing is “ferrous” iron, commonly 
referred to as “clear-water” iron. Water 
which is red or yellow when first drawn is 
“ferric” iron, often referred to as “red-
water” iron. Iron can form compounds 
with naturally occurring acids, and exist as 
“organic” iron. Organic iron is usually 
yellow or brown, but may be colorless. 

Water containing iron bacteria is said to 
contain “bacterial” iron. 

Testing 
Yellow or red colored water is often a 
good indication that iron is present. 
However, a testing laboratory can 
determine the exact amount of iron, which 
can be useful in determining the best type 
of treatment. In addition to testing for iron, 
it can be of value to also test for hardness, 
pH, alkalinity, and iron bacteria. To find a 
laboratory, look in 
the yellow pages 
under “Laboratories-
Testing,” or choose a 
laboratory from the 
MDH website 
Environmental 
Laboratory 
Accreditation Program at:  
(www.health.state.mn.us/labsearch). The 
laboratory can give you information on 
how to collect samples and ship them to 
the lab. 

The amount of a dissolved material in 
water is usually reported as the number of 
milligrams per liter (mg/L). This is the 
weight of material in 1 liter 
(approximately 1 quart) of water. A 
milligram per liter is approximately equal 
to 1 part per million (ppm). Iron in 
amounts above 0.3 mg/L is usually 
considered objectionable. Iron levels are 
usually less than 10 mg/L. 

Controlling Iron 
The most common method for controlling 
iron in water is water treatment. In some 
circumstances, another alternative is to use 
a different water source that is low in iron, 
such as a public water system or a well 
drawing water from a different water-
bearing formation. In some cases, a new 
well may be an option, however, it is 
difficult to predict what the iron 
concentration will be. Neighboring wells 
may be an indicator, but the iron content 
of two nearby wells may be quite 
different. 

Water Treatment 
Treatment of water containing iron 
depends on the form(s) of the iron present, 
the chemistry of the water, and the type of 
well and water system. 

Clear-water iron is most commonly 
removed with a water softener. 
Manufacturers report that some units are 
capable of removing up to 10 mg/L, 
however 2 to 5 mg/L is a more common 
limit. A water softener is actually designed 
to remove hardness minerals like calcium 
and magnesium. Iron will plug the 
softener, and must be periodically 
removed from the softener resin by 
backwashing. Also, if the water hardness 
is low and the iron content high, or if the 
water system allows contact with air, such 
as occurs in an air-charged “galvanized” 
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pressure tank, a softener will not work 
well. Ion exchange water softeners add 
sodium to the water which may be a 
concern for persons on a sodium restricted 
diet. 

Red-water iron can be removed in small 
quantities by a sediment filter, carbon 
filter, or water softener, but the treatment 
system will very quickly plug up. A more 
common treatment for red-water iron and 
clear-water iron in concentrations up to 
10 or 15 mg/L is a manganese greensand 
filter, often referred to as an “iron filter.” 
Aeration (injecting air) or chemical 
oxidation (usually adding chlorine in the 
form of calcium or sodium hypochlorite) 
followed by filtration are options if iron 
levels exceed 10 mg/L. 

Organic iron and tannins present special 
water treatment challenges. Tannins are 
natural organics produced by vegetation 
which stain water a tea-color. In fact, the 
tannins in coffee or tea produce the brown 
color. When tea or coffee is made with 
water containing iron, the tannins react 
with the iron forming a black residue. 
Organic iron is a compound formed from 
an organic acid and iron. Organic iron and 
tannins can occur in very shallow wells, or 
wells being affected by surface water. 
Organic iron and tannins can slow or 
prevent iron oxidation, so water softeners, 
aeration systems, and iron filters may not 
work well. Chemical oxidation followed 
by filtration may be an option. 

Well Treatment 
Iron bacteria are organisms that consume 
iron to survive and, in the process, produce 
deposits of iron, and a red or brown slime 
called a “biofilm.” The organisms are not 
harmful to humans, but can make an iron 
problem much worse. The organisms 
naturally occur in shallow soils and 
groundwater, and they may be introduced 
into a well or water system when it is 
constructed or repaired. 

Treatment options for elimination or 
reduction of iron bacteria include physical 
removal, heat, and chemical treatment. 
The most common treatment is “shock” 
chlorination of the well and water system. 
For more information on iron bacteria, see 
the Minnesota Department of Health 
(MDH) publication “Iron Bacteria in Well 
Water.” Remember, iron bacteria need 
iron to survive. Eliminating the bacteria 
will not eliminate the iron – both well 
treatment for the bacteria, and water 
treatment for the iron will be needed. 

Additional Information 
MDH has additional publications available 
at no cost: 

• Home Water Treatment Units  
• Hydrogen Sulfide and Sulfur Bacteria 

in Well Water 
• Iron Bacteria in Well Water 
• Well Owner’s Handbook 

To order call 651-201-4600 or 
800-383-9808. 

For more information contact a well 
specialist at your nearest MDH office. 

MDH District Offices 
625 North Robert Street 
P.O. Box 64975 
St. Paul, Minnesota  55164-0975 
651-201-4600 or 800-383-9808 

705 Fifth Street Northwest 
Bemidji, Minnesota  56601 
218-308-2100 

11 East Superior Street 
Duluth, Minnesota  55802 
218-302-6166 

1505 Pebble Lake Road 
Fergus Falls, Minnesota  56537 
218-332-5150 

3333 West Division Street 
St. Cloud, Minnesota  56301 
320-223-7300 

1400 East Lyon Street 
Marshall, Minnesota  56258 
507-476-4220 

18 Wood Lake Drive Southeast 
Rochester, Minnesota  55904 
507-206-2700 

MDH Well Management Section 
(www.health.state.mn.us/divs/eh/wells) 

To request this document in another format, call 651-201-4600. 
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