<<Facility Name>>

FIRE ALARM SYSTEM HISTORICAL RECORD

Date of initial installation: __________    Installation Contractor: ______________________________

Transmission type: _______________     Battery type: _______________     Addressable?   Yes    No

Describe below all inspections and tests conducted, as well as any additions, modifications or repairs made to the system.
	Date
	Inspections, tests, additions, modifications or repairs/by whom
	Initials

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	


ANY TOWN NURSING HOME
FIRE ALARM SYSTEM HISTORICAL RECORD

Date of initial installation: October 15, 2000    Installation Contractor: Jim’s Alarms & Stuff, Inc.
Transmission type:   DACT          Battery type:  Sealed lead-acid          Addressable?   No

Describe below all inspections and tests conducted, as well as any additions, modifications or repairs made to the system.
	Date
	Inspections, tests, additions, modifications or repairs/by whom
	Initials

	4/15/01

	Semi-annual visual inspection of system, DACT and fire alarm interconnect switch on kitchen hood system; inspection & test of batteries

	JJS

	10/15/01

	Smoke detector sensitivity tested and complete annual system test/inspection, including DACT, kitchen hood interconnect switch and battery charger, conducted by Jim’s Alarms & Stuff, Inc.
	JJS


	4/15/02

	Semi-annual visual inspection of system, DACT and fire alarm interconnect switch on kitchen hood system; inspection & test of batteries

	JJS

	10/15/02

	Complete annual system test/inspection, including DACT, kitchen hood interconnect switch and battery charger, conducted by Jim’s Alarms & Stuff, Inc.

	JJS

	2/13/03

	Remote annunciator panel added at first floor nurse station and tested by Jim’s Alarms & Stuff, Inc.

	JJS


	4/15/03

	Semi-annual visual inspection of system, DACT and fire alarm interconnect switch on kitchen hood system; inspection & test of batteries
	JJS

	10/15/03

	Smoke detector sensitivity tested and complete annual system test/inspection, including DACT, kitchen hood interconnect switch and battery charger, conducted by Jim’s Alarms & Stuff, Inc.
	JJS


	4/15/04

	Semi-annual visual inspection of system, DACT and fire alarm interconnect switch on kitchen hood system; inspection & test of batteries

	JJS


	10/15/04

	Batteries replaced and complete annual system test/inspection, including DACT, kitchen hood interconnect switch and battery charger, conducted by Jim’s Alarms & Stuff, Inc.
	JJS
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