<<Facility Name>>

Kitchen Hood Fire-extinguishing System – Monthly Inspection Log for (Year): __

	Y = Yes       N = No (Explain in Comments)       N/A = Not Applicable

	Date
	
	
	
	
	
	
	
	
	
	
	
	

	Inspector
	
	
	
	
	
	
	
	
	
	
	
	

	Exhaust fan operating properly
	
	
	
	
	
	
	
	
	
	
	
	

	Filters clean
	
	
	
	
	
	
	
	
	
	
	
	

	Extinguishing system in proper operation
	
	
	
	
	
	
	
	
	
	
	
	

	No obvious physical damage 
	
	
	
	
	
	
	
	
	
	
	
	

	Nozzle caps in place 
	
	
	
	
	
	
	
	
	
	
	
	

	Manual actuators unobstructed
	
	
	
	
	
	
	
	
	
	
	
	

	Tamper seals intact
	
	
	
	
	
	
	
	
	
	
	
	

	Pressure gauges in operable range
	
	
	
	
	
	
	
	
	
	
	
	

	Maintenance tag in place
	
	
	
	
	
	
	
	
	
	
	
	

	COMMENTS: _____________________________________________________________________
__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________


ANY TOWN NURSING HOME
Kitchen Hood Fire-extinguishing System – Monthly Inspection Log for: 2008

	Y = Yes       N = No (Explain in Comments)       N/A = Not Applicable

	Date
	1/10
	2/9
	3/11
	4/9
	5/10
	
	
	
	
	
	
	

	Inspector
	JJS
	JJS
	JJS
	JJS
	JJS
	
	
	
	
	
	
	

	Exhaust fan operating properly
	Y
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	Filters clean
	Y
	N
	Y
	Y
	N
	
	
	
	
	
	
	

	Extinguishing system in proper operation
	Y
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	No obvious physical damage 
	Y
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	Nozzle caps in place 
	Y
	Y
	N
	Y
	Y
	
	
	
	
	
	
	

	Manual actuators unobstructed
	N
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	Tamper seals intact
	Y
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	Pressure gauges in operable range
	Y
	Y
	Y
	Y
	Y
	
	
	
	
	
	
	

	Maintenance tag in place
	Y
	Y
	Y
	Y
	N
	
	
	
	
	
	
	

	COMMENTS: _____________________________________________________________________

1/10/08 – Cart found obstructing access to manual actuator was removed ________________________
2/9/08 – Grease filters need cleaning – reported to kitchen staff    _____________________________
3/11/08 – One nozzle cap found hanging down – put back in place       _________________________
5/10/08 – Grease filters need cleaning – reported to kitchen staff                                  _____________
5/10/08 – Extinguishing system due for 6-month service – contacted servicing company  __________
__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________

__________________________________________________________________________________











